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บทคัดยอ 
 
การคนควาแบบอิสระน้ีมีวัตถุประสงค   เพื่อพัฒนาระบบประเมินความเส่ียงการชํารุดสําหรับ 

การติดต้ังอุปกรณ โหลดเบรก ชนิด เอสเอฟ 6  ของการไฟฟาสวนภูมิภาค  ผูศึกษาไดออกแบบระบบซ่ึง
ประกอบดวยระบบงานยอย 3 สวน ไดแก สวนจัดเก็บขอมูลเบื้องตนของอุปกรณโหลดเบรก ชนิด เอส
เอฟ 6   สวนประเมินความเส่ียงของอุปกรณโหลดเบรก ชนิด เอสเอฟ 6 และสวนออกรายงานผลการ
ประเมินความเส่ียง   
 สวนการประเมินความเส่ียงของอุปกรณโดยใชหลักการของ  เอเอชพี  โดยมีการกําหนดปจจัย
เส่ียงที่จะทําใหอุปกรณโหลดเบรก ชนิด เอสเอฟ 6 ซ่ึงมีเกณฑหลัก 3 ดาน คือ ดานวิศวกรรม ดานการ
ใชงาน และดานสภาพแวดลอม ในแตละดานจะมีการกําหนดหลักเกณฑรอง ยอยลงอีกโดยจะเปน
ปญหาของแตละดาน  

ระบบมีผูใชงานที่เกี่ยวของ 3 กลุม ไดแก ผูดูแลระบบ ผูใชงาน และผูบริหาร ซ่ึงจะเปนผูที่
ทํางานเก่ียวของกับตัวอุปกรณโหลดเบรก ชนิด เอสเอฟ 6 เปนสวนใหญ คือ แผนกอุปกรณควบคุม ของ
การไฟฟาสวนภูมิภาค สวนระบบงานสรางข้ึนเพื่อพัฒนาการจัดเก็บขอมูลของอุปกรณโหลดเบรก ชนิด 
เอสเอฟ 6  ใหเปนไปอยางมีระบบ  และมีการประเมินความเส่ียงที่จะชํารุดของ 



 จ 

อุปกรณโหลดเบรก ชนิด เอสเอฟ 6  ซ่ึงระบบจะแบงการทํางานเปนสองสวน คือ สวนการทํางานบน
เซิรฟเวอร ถูกพัฒนาข้ึนโดยใชเทคโนโลยีอินเทอรเน็ต ในการประสานการทํางานของระบบ การพัฒนา
บนระบบปฏิบัติการไมโครซอฟทวินโดวสเอ็กซพี    ใชโปรแกรมภาษาซีชารป   ในการพัฒนา เว็บเพจ 
และบนเครื่องพีดีเอ โปรแกรมเอสคิวแอลเซิรฟเวอรในการจัดการฐานขอมูล โปรแกรมอปาเชเปนเว็บ
เซิรฟเวอร และเรียกใชงานระบบผานทางเว็บเบราเซอร  และสวนท่ีทํางานบนเครื่องพีดีเอนั้น จะใช
โปรแกรมวินโดวส โมบาย 5 เปนตนไป ในการพัฒนาระบบ 

ผลการประเมินระบบ โดยใชแบบสอบถามหลังการใชงาน จากผูใชจํานวน 16 คน ทดสอบ
ท่ีฝายปฏิบัติการเครือขาย การไฟฟาสวนภูมิภาคไดแก  พนักงานการไฟฟาสวนภูมิภาคผูใชงาน 14 คน  
ผูบริหาร 1 คน และผูดูแลระบบ 1 คน  ผูศึกษาพบวาผูใชมีความพึงพอใจตอประสิทธิภาพการใชงาน
คาเฉลี่ยรอยละ 71.4 อยูในระดับมีประสิทธิภาพมาก  
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ABSTRACT 

 
 

The objective of this independent study is to develop the Dilapidation Risk Assessment 
System  for SF6 Load Break Installation of  Provincial Electricity Authority. The  design system is 
divided into 3 sub-systems as primary data storage of SF6 Load Break Installation, risk assessment of 
SF6 Load Break Installation and summary assessment report SF6 Load Break Installation. 

Risk assessment of SF6 system used AHP (Analysis Hierarchy Process) Theory which risk 
are defined to SF6. There are 3 main indexes for SF6 such as engineering index, application index  
and environment  index. Each  index  has minor indexes to determine each main index.  
 Related users are divided into 3 groups :  administrators, office users and executive 
manager. Mostly of   user  work in System Automation Section  of  Provincial Electricity Authority.   
The system is developed for storing data of  SF6  and assessment  the risk. 
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 The system was separated 2 parts that first run server by using the internet technology to 
support Microsoft Windows XP operation, C# language. And the second part is PDA applications, 
SQL server database, Apache web server ,window mobile version 5 or later and  the system is run 
through a web browser.  

The system is evaluate by questionnaires with users in Network Operation Department 
of  Chiangmai Provincial Electricity Authority. Using questionnaires with 16 samplings : 14 office 
users , 1 administrator  and 1 executive manager. The result was found that satisfaction of users 
average is 71.4%  at a high level.  

 
 
 
 
 
 
 
 


