
ง 

 

ช่ือเร่ืองวทิยานิพนธ์ การพัฒนาเคร่ืองมือประเมินหน่วยผลิตไฟฟ้าแบบ
กระจายตัวส าหรับวิเคราะห์การเ ช่ือมต่อกับระบบ
โครงข่าย 

 
ผู้เขียน นางสาวองัคญาณี  กาลญักุล 
 
ปริญญา วศิวกรรมศาสตรมหาบณัฑิต (วศิวกรรมไฟฟ้า) 
 
อาจารย์ทีป่รึกษาวทิยานิพนธ์                      อ.ดร. พีรพล  จิราพงศ ์  
 
 

บทคดัย่อ 
 
 
 การประเมินหน่วยผลิตไฟฟ้าแบบกระจายตัวส าหรับวิเคราะห์การเช่ือมต่อกับระบบ
โครงข่ายเป็นงานท่ีซบัซ้อนและเป็นขั้นตอนส าคญัหลกัในการออกแบบ อีกทั้งการวางแผนในการ
ติดตั้งหน่วยผลิตไฟฟ้าแบบกระจายตวัในระบบจ าหน่ายในท่ีสถานท่ีและขนาดท่ีไม่เหมาะสม อาจ
ส่งผลกระทบในดา้นการเพิ่มข้ึนของพลงังานสูญเสียตลอดจนละเมิดขอ้ก าหนดในการเช่ือมต่อกบั
ระบบจ าหน่าย วทิยานิพนธ์น้ีไดน้ าเสนอเคร่ืองมือประเมินหน่วยผลิตไฟฟ้าแบบกระจายตวัส าหรับ
วิเคราะห์การเช่ือมต่อกบัระบบโครงข่าย ดว้ยการพฒันาโปรแกรมภาษา DPL Script ในโปรแกรม 
DIgSILENT ตามหลกัเกณฑ์การพิจารณาทางเทคนิค ไม่ว่าจะเป็นผลกระทบดา้นภาระโหลดของ
สายจ าหน่ายและหมอ้แปลงไฟฟ้า, ก าลงัไฟฟ้าไหลยอ้นกลบั, การควบคุมแรงดนั, ระดบัของกระแส
ลดัวงจรของเครือข่าย, แรงดนัไฟฟ้าเปล่ียนแปลง และพลงังานไฟฟ้าสูญเสียรวมของระบบ น ามา
ทดสอบกบัระบบทดสอบ IEEE 14 บสัและระบบจ าหน่ายไฟฟ้าจากการไฟฟ้าส่วนภูมิภาค (กฟภ.) 
จ านวนสามระบบ ผลการทดสอบแสดงให้เห็นวา่เคร่ืองมือการประเมินท่ีน าเสนอ สามารถน ามาใช้
ในการประเมินการติดตั้งหน่วยผลิตไฟฟ้าแบบกระจายตวัท่ีก าหนดได ้
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ABSTRACT 
 
 

Assessment of distributed generation (DG) is a complicated task and it is a primary 

importance step in designing and planning of DG installation in distribution systems. The 

installation of DG units at non-appropriate location and sizing can result in an increasing in power 

losses and violations of system constraints. This thesis, a new DG assessment tool is developed 

for studying and evaluating DG installations in practical distribution systems. The assessment tool 

is developed by writing DIgSILENT Programming Language (DPL) script in DIgSILENT 

PowerFactory software. The tool is used for evaluating initial grid connection of DG, considering 

multisystem constraints-i.e. system loading, reverse power, voltage regulation, step voltage 

change, short circuit level, and energy losses. IEEE 14 bus test system and three practical 

distribution systems from Provincial Electricity Authority (PEA) of Thailand are used as case 

studies. Test results show that the proposed assessment tool which relies on PEA regulation of 

DG connection can be used to evaluate the specified DG installation. 


